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123 Street Name, Louisburg, NC 27549

Thank you for the opportunity to conduct a home inspection of the property listed above.
We understand that the function of this report is to assist you in understanding the
condition of the property to assist in making an informed purchase decision.

The report contains a review of components in the following basic categories: site,
exterior, roofing, structure, electrical, HVAC, plumbing, and interior. Additional categories
may or may not be included. The report is designed to be easy to read and comprehend
however it is important to read the entire report to obtain a full understanding of the
scope, limitations and exclusions of the inspection.

In addition to the checklist items of the report there are several comments which are
meant to help you further understand certain conditions observed. These are easy to find
by looking for their icons along the left side margin. Comments with the blue icon are
primarily informational and comments with the orange icon are also displayed on the
summary. Please read them all.

DEFINITION OF CONDITION TERMS
Satisfactory: At the time of inspection the component is functional without observed
signs of a substantial defect.

Further Evaluation: The component requires further technical or invasive evaluation by
qualified professional tradesman or service technician to determine the nature of any
potential defect, the corrective action and any associated cost.

Major Defect: A condition of a system or component that renders it nonworking,
non-performing, non-functioning or unsafe, and requires a professional contractor to
further evaluate and repair, correct or replace.

Minor Defect: A condition of a system or component that renders it nonworking,
non-performing, or non-functioning, and may be repaired, corrected or replaced by a

professional contractor or the homeowner.

Cosmetic Defect: A superficial flaw or blemish in the appearance of a system or
component that does not interfere with its safety or functionality.

Iltem to Monitor: An item that is not yet non-working, broken, nor unsafe but should be
inspected periodically to ensure proper function.
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123 Street Name, Louisburg, NC 27549

All directional references in the report are based on standing in the street, facing the
front door.
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123 Street Name, Louisburg, NC 27549

Report Summary

This summary page is not the entire report. The complete report may include
additional information of interest or concern to you. It is strongly recommended that
you promptly read the complete report. For information regarding the negotiability of

any item in this report under the real estate purchase contract, contact your real
estate agent or an attorney.

Site Grading

1) Comment 1: The site grading in multiple areas slopes toward the homes foundation. It
is recommended that grading slopes away from the foundation 6 inches in the first 10
feet. This will prevent water intrusion into the foundation and deterioration of materials.
Raising the grade or sloping these areas is recommended.

Figure 1-1
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123 Street Name, Louisburg, NC 27549

(Report Summary continued)

Steps/Stoops

2) Comment 3: The front entry steps do not meet current building guidelines in regards to
total riser height and riser height differential. It is considered a fall/trip hazard. 7 3/4" max
height and no more than 3/8" difference in height or depth is allowed.

Figure 3-1

Decks
3) Comment 4: The back deck and back deck stairs have loose/damaged boards.
Replacement/repair of the boards is recommended to prevent failure.

Figure 4-1

Figure 4-2
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123 Street Name, Louisburg, NC 27549

(Report Summary continued)

Exterior Covering

4) Comment 7: There are multiple hairline cracks in the exterior synthetic stucco.
Evaluation, sealing and repairing the cracks by a qualified stucco professional is
recommended to prevent water entry.

Window above garage door
)

Figure 7-2

Moisture on
Interior of pool

table room

Figure 7-3
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123 Street Name, Louisburg, NC 27549
(Report Summary continued)
5) Comment 8: Synthetic stucco should not come into contact with the exterior grade.

There should be approximately 6" between grade and the stucco to help prevent moisture
related issues.

Figure 8-1

6) Comment 9: There is damage to the stucco on the lower wall of the front porch. There
is a horizontal crack and the stucco is bowed out in multiple locations. Further evaluation
and repair by a qualified stucco professional is recommended to prevent further damage.

Figure 9-1 Figure 9-2
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(Report Summary continued)

Figure 9-3

Exterior Trim Material

7) Comment 10: There is wood rot at multiple back porch columns. Repair by qualified
carpenter is recommended to prevent further deterioration or damage to surrounding
components.

Figure 10-1 Figure 10-2
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(Report Summary continued)

Figure 10-3

Figure 10-4

Windows

8) Comment 12: There are multiple windows whose hermetic seals are broken and
moisture has entered between the two glass panes. This reduces the window's insulation
ability. Evaluating all of the windows and replacing any failed windows is recommended.

Figure 12-1

Figure 12-2

Page 10 of 117



